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/\ NOTES
GALVANIZED HEX HEAD
SLOTTED CHANNEL CAP SCREW A\ CURRENT TRANSFORMER (CT) CABINET
_g—. (4 PLCS) AND METER MAY BE MOUNTED ON
- = | SERVICE POLE OR BACK OF CONTROL
= = | ENCLOSURE.
CHANNEL /2\ SEE SECTION 1407 OF THE STANDARD
GALVANIZED NETPLCS SPECIFICATIONS FOR SERVICE POLE AND
4" RIGID STRAP ( ) SERVICE LATERAL.
GALVANIZED
CONDUIT (C) /3. SEE PLANS FOR SIZE OF CONDUITS AND/OR
ELECTRICAL DUCT.
DETAIL"A"
MOUNTING HARDWARE
C= RIGID GALVANIZED CONDUIT
SEE DETAIL "A CAP
PHOTOCELL R 4" C
RECEPTACLE 12" NMAX
A\ CT CABINET _ WEATHERPROOF HUB E z CIRCUIT BREAKER
N_DRIP SHIELD ﬂ OPERATOR HANDLE
METER NEMA TYPE 3R
_\“O SS ENCLOSURE
SERVICE LATERAL Y , A .,
3 #1/0 USE >\\ o 2 C 7 = = 2" ¢
n HHHHH
2"¢ _Hl.i‘ | _—CONDUIT BODY CONDUIT BODY
— 12" C 12" c—
240/480 VOLT . 6 C T 6 ¢
40/4 L LT
SERVICE N\ [l A A\
(BY UTILITY CO.) ||
) — —A THH T |
A ==="I[IIHHI
THH T FEEDER 30"
FEEDER |
TO SERVICE POLE o  — — — — — — — — o I CIRCUITS
(IF REQUIRED) = . — — — GROUND —._|| CIRCUITS ~||J | l“w AND SPARE(S)
ALTERNATE ROD QJ 7NN
SERVICE LATERAL == NI = =>
3 #1/0 USE R
2"c
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